
LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

LEVEL 3
27' - 3 3/4"

54320.9

EXISTING LEVEL 3
25' - 11 3/4"

2

1-A18

6

1-A18

5" EFIS

4

1-A18

3

1-A18

1

1-A18

EV

EXTERIOR LIGHTING -
RE: ELEC.

1-A15

13

1

F

DEDUCT
ALTERNATE 6
SEE 1-A8.

DEDUCT
ALTERNATE 5
SEE 1-A8.

0.80.70.60.5

1

1-A26

3

1-A16

1-A15

12

16

1-A27

TYP

LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

LOWER LEVEL
-13' - 2 1/4"

TOP OF FOOTING
-15' - 2 1/4"

G 14
'-0

"
13

'-2
 1

/2
"

5" EFIS

CONCRETE WITH
DAMP PROOFING
AND RIGID INSUL.

CONCRETE WALL -
RE: CIVIL

120°

SHELF ANGLE -
RE: 13/1-A27

LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

LEVEL 3
27' - 3 3/4"

CCBB

EXISTING LEVEL 3
25' - 11 3/4"

FACE BRICK
5

1-A18

AA.3

LINTEL (TYP.)

DEDUCT ALTERNATE 6
SEE 1-A8.

DEDUCT ALTERNATE 5
SEE 1-A8.

14
'-0

"

EXISTING
VESTIBULE

METAL ROOF

GUTTER

5

1-A27

DOWNSPOUT AND
SPLASH BLOCK

LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

LOWER LEVEL
-13' - 2 1/4"

LEVEL 3
27' - 3 3/4"

AA

TOP OF FOOTING
-15' - 2 1/4"

F C.L. E

EXISTING LEVEL 3
25' - 11 3/4"

MECHANICAL BRIDGE CONNECTION
TO BE COMPLETED BEFORE PACT PROJECT

2" EXPANSION JOINT COVER

METAL PANEL TO MATCH
MECHANICAL BRIDGE
CONNECTION

H

2" EXPANSION JOINT COVER
RE: DETAILS

8'
-0

" EXTERIOR LIGHTING - RE: ELEC.

AA.3

CONCRETE WALL - RE: CIVIL

LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

AMBULANCE ENTRANCE

2'
-0

"

ILLUMINATED ROUTED
ALUMINUM BOX SIGNAGE
WITH PUSH THROUGH
LETTERS - DEDUCT
ALTERNATE #1 - SEE 1-A8

PRECAST COPING

ALIGN T.O. FRAMES

LINTEL (TYP.)

DEDUCT
ALTERNATE 6
SEE 1-A8.

LEVEL 1
0' - 0"

LEVEL 2
14' - 0"

PRECAST COPINGDEDUCT ALTERNATE 6
SEE 1-A8.

8'-0" 21'-5" 8'-0"

LEVEL 1
0' - 0" 1'

-9
"

6"

4"

LEVEL 2
14' - 0"

CCBB

LOUVER - RE: MECH.

EFIS SYSTEM

BRICK VENEER

INSULATED DUCTS - RE:
MECH.

METAL FLASHING

LEVEL 2
14' - 0"

5

LOUVER - RE: MECH.

EFIS SYSTEM

16

1-A27

OVERFLOW SCUPPER

METAL FLASHING

LEVEL 2
14' - 0"

CC BB

LOUVER - RE: MECH.

EFIS SYSTEM

BRICK VENEER

METAL FLASHING

1

1'
-9

"

10
"

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

12/15/2014

636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE & RADIOLOGY

ICVA HEALTH CARE SYSTEM
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SCALE: 1/8" = 1'-0"

0 4'-0" 8'-0" 16'-0"

RD

ARCHITECTURAL ELEVATIONS

1-A15

 1/8" = 1'-0"
2

BUILDING ELEVATIONS - WEST

 1/8" = 1'-0"
3

SOUTHWEST ELEVATION

 1/8" = 1'-0"
1

BUILDING ELEVATIONS - NORTH

 1/8" = 1'-0"
4

BUILDING ELEVATIONS - SOUTH

 1/8" = 1'-0"
5

AMBULANCE GARAGE SOUTH ELEVATION

 1/8" = 1'-0"
6

AMBULANCE GARAGE - WEST ELEVATION - DEDUCT ALTERNATE 6

 1/8" = 1'-0"
11

GUARDRAIL INFILL - SOUTHEAST

METAL COPING

C.J.

C.J. C.J. C.J. C.J.NEW HANDRAIL TO MATCH
EXISTING - SEE 11/1-A15

NEW HANDRAIL TO MATCH
EXISTING - SEE 1-C10

 1/4" = 1'-0"
13

EMERGENCY DEPARTMENT ENTRANCE SIGNAGE

FABRICATED METAL SIGNAGE WITH
LED HALO LIGHTING
DEDUCT ALTERNATE #1 - SEE 1-A8

ROUTED ALUMINUM BOX SIGNAGE WITH
PUSH THROUGH LETTERS
DEDUCT ALTERNATE #1 - SEE 1-A8

 1/8" = 1'-0"
8

PENTHOUSE ELEVATION - NORTH
 1/8" = 1'-0"

9
PENTHOUSE ELEVATION - EAST

 1/8" = 1'-0"
10

PENTHOUSE ELEVATION - SOUTH

SHELF ANGLE.
RE: 13/1-A27

EXTERIOR LIGHTING
10'-0" A.F.F.

SCUPPER

SCUPPER

SCUPPERSHELF ANGLE.
RE: 13/1-A27

 1/4" = 1'-0"
12

VA SIGNAGE


